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This description of the process used to troubleshoot and repair a ground fault in a Mark V system in Pakistan was contributed by Adeel Imtiaz. MARK-V control system was installed on one of two gas turbines. Mark-V 125VDC supply ground problem appeared intermittently for past few years. In Turnaround 2010 instrument team rectified this ground fault. Click on the following link to view a PDF file of the document:


Return to File:MARK-V GROUND FAULT RECTIFICATION.pdf.
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